
Inspection No. 12898-1503Date: 21-Apr-2015

Visual Property Inspection

12 Riverbend Cr
North Battleford, Saskatchewan

Prepared for :

Bill Helen Schell
North Battleford, Saskatchewan

Phone No. : (306) 937-3278

Inspected by :

Doug Forbes
PO Box 2391
92 26th Str. W

Battleford, Saskatchewan S0M 0E0
Phone: (306) 481-4681 Email: doug.forbes@pillartopost.com
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Property and Site

VegetationSnowDebrisRestricted

Limitations

Approx. Hydrant Distance 200 yards.Approx. Temperature 15

WetRainCloudyClear

Conditions

Split LevelOtherRow HouseDuplexSemi-Detached

3 Story2 StoryBi-LevelBungalowRuralCondo

Building

No SwaleSite ErosionEarth to Wood

RavineTreeHedgeFlower BedSlopes to House

Damaged: NoLandscaping
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

AsphaltConcreteGravelPaving StoneSlopes to House

Damaged: NoDriveway

AsphaltConcretePatio BlockPaving StoneSlopes to House

Damaged: NoWalkway/Path

RotMoldDeterioration

CrackStonePatio BlockPaving StoneSlopes to House

MetalConcreteBrickWoodUnsecured

Damaged: NoDeck/Patio

Repair sealant /covering to reduce moisture related damages.

NoneIncompleteWoodMetalUnsecured

Damaged: NoRailing

LeansRotDeterioration

CrackStoneConcreteWoodNo Weep HolesNot Stable

Damaged: NoRetaining Wall
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Exterior

PargedRestricted

SnowShrubDebrisSeasonal Storm WindowsClearance

Limitations

Frost HeaveStain

MildewCrackPilingPWFExterior Rigid Insulation

StoneBrickBlockPoured ConcreteNot Exposed

Damaged: NoFoundation Wall

WoodStainMildewCrackRecaulk

RepaintRepointSplitSteelVinyl SidingStucco

StoneBrickCompositeAluminumNo Ground Clearance

Damaged: NoWall Surface

Poor TrimStainMildewWeather-strip

RecaulkRepaintUnsecuredStormInspected with Binoculars

Damaged: NoWindows

Maintain sealant to reduce moisture related damages.

SplitStainMildewWeather-strip

RecaulkRepaintUnsecuredStormDamagedBinds

Operational: YesDoors

UnsecuredNone

Operational: YesLighting

Open GroundNo GroundReverse PolarityInstall GFCIDamaged

Operational: YesReceptacle
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

RepargeFrost HeaveMildew

CrackLeakNo DrainNo RailingPoor ConditionCovered

Damaged: NoBasement Walkout
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Garage

Attic Access

InsulatedDoubleSingleDetachedBuilt-InAttached

Type

Check on code with local authorities regarding venting from interior. Recommend removing to reduce any
associated hazards.

CorrosionStainNo Safety StopAdjust Auto Stop

MetalWoodSectionalAutomaticDamagedBinds

Operational: YesDoor

StainGravelConcreteAsphaltSettlementCrack

Damaged: NoFloor

StainWoodBrickUnfinishedDrywallNo Fire Barrier

Damaged: NoWall
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

DamagedBinds

Operational: YesWindow

UnfinishedStainWoodCrackDrywallNo Fire Barrier

Damaged: NoCeiling

UnsecuredNone

Operational: YesLighting

Open GroundNo GroundReverse PolarityInstall GFCIDamaged

Operational: YesReceptacle

ImproperUnsecuredConcealed

Circuit Wire

CorrosionStainDamaged

Gas ProofCompositeWoodMetal CladAuto Door Close

Operational: YesAccess Door

Install self closing mechanism to reduce any safety hazards.
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Roof Structure

No AccessWalk OnRoof EdgeBinocular

Inspected By:

Solar PanelRainSteep SlopeHeightGravelDeck

Limitations

OtherShedHipValleyGableFlat

Main Roof

CleanRedirect LeaderExtended Leader

SpillDrainage Below GroundLeakCorrosion

DentIncompletePlasticGalvanizedAluminumUnsecured

Damaged: NoGutter/Downspout

CorrosionStainMildew

LooseOtherVinylWoodAluminumNot Vented

Damaged: NoFascia/Soffit

Improper InstallationFungus

CurlWornStainMildewPatchedCrack

BrokenLooseNail PopOtherMetalTar

Fiberglass ShingleWood ShakeWood ShingleConcreteAsphalt Shingle

Damaged: NoCovering
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

ExceededTypicalMiddle

Life Expectancy

DishAntennaSkylight

Solar PanelElectrical MastTurbineVent StackAir VentUnsecured

Damaged: NoAccessory

Replace When Re-roofingImproper

ResealTarredCorrosionDeteriorationGapRubber

CopperAluminumRoll RoofingValleyStackRoof to Wall

SkylightFlat RoofDrip EdgeDormerChimneyNot Checked

Damaged: NoFlashing

Seal and maintain flashing to reduce water entry related damages. Remove debris to allow proper water
flow.
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Metal Liner RequiredNo Wind CapAbandonedLoose

CorrosionDeteriorationCrackStuccoWoodMetal

BrickOtherGas InsertFurnaceFireplaceLeaning

Damaged: NoChimney/Vent

LooseCorrosionDeterioration

CrackOtherMetalMasonryConcreteNone

Damaged: NoChimney Cap
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Attic

InsulatedPull Down

HatchEnteredLooked InStored ItemsSealedNo Access

Limitations

SplitSagStainWarpedRafterTruss

Damaged: NoStructure

Consult a qualified roofing contractor to determine cause of water entry and correct as required to reduce
further damages.

Stain noted. Dry at time of inspection.

StainSagMildew

R FeltBoardPlywoodThermal BoardCompositeCondensation

Damaged: NoSheathing

Estimated Depth 8-10"

RequiredSprayedBlownBatt

OtherFoamRigid PlasticWood ShavingsCelluloseMineral

FibreglassVapor BarrierNoneFinishedConcealedRadiant Barrier

Damaged: NoInsulation
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

RequiredBlockedRoof

BafflesMechanicalTurbineGable EndSoffitNone

Damaged: NoVentilation

ridge Cap Ventilation

MetalPlasticInto AtticNot InsulatedConcealed

Damaged: NoExhaust Duct

FrayedOpen SpliceKnob & TubAbandonedConcealed

Damaged: NoElectrical
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Basement/Structure

Dry GroundDry WeatherClutterFinished

Limitations

Laminate

WoodVinylCeramicCarpetConcreteCrack

Damaged: NoFloor

PWFBrickConcreteMildewConcealedCrack

Damaged: NoWall

Crack / repair noted.

TileWoodStippleDrywallUnfinishedStain

Damaged: NoCeiling
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

CompositeWoodHingedPocketDamagedBinds

Damaged: NoDoor

UnsecuredMinimal

Damaged: NoLighting

Open GroundNo GroundReverse PolarityInstall GFCIDamaged

Damaged: NoReceptacle

ImproperUnsecuredConcealed

Circuit Wire

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source

OtherStainSplitUnsecuredConcealed

Damaged: NoFloor Joist

No AnchorsStainMildewMoisture GasketConcealed

Damaged: NoSill Plate

SagWoodMetalLaminateConcealedUnsecured

Damaged: NoBeam

Three beams noted.

WoodConcreteBrickAdjustableConcealedOn Slab

Damaged: NoPost

Concealed

Damaged: NoBearing Wall
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

LeakSettling

Frost HeaveCrackFloatingOn BrickOn PilingConcealed

Damaged: NoSlab on Grade
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Electrical Service

Frayed

Unsecured120/240 Volt120 - VoltNo ConduitOverheadUnderground

Service Entrance

CopperAluminumConcealed

Entrance Cable

BreakerSwitch/Cartridge Fuse

Main Disconnect

Amps 150

Have Electrician Evaluate

Disconnect Rating

Location Storage Rm

Obsolete

CorrosionUnsecuredObstructedNon Standard InstallationNot Opened

Damaged: NoDistribution Panel

Amps 200

Room For Expansion

Panel Rating

Over-FusedBlown

AFCI BreakerGFCI BreakerTime DelayCartridgeGlassBreaker

Fuse
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

ScorchedCorrosionSplicedDouble Tapping

Knob & TubArmoured CableNon-Metallic Sheathed

OtherCopper CladCopperAluminumImproper

Damaged: NoCircuit Wire

Meter By-PassImproper ConnectionWater MainGround RodConcealed

Grounding

Unsecured

CorrosionImproper ConnectionGas PipeWater PipeConcealed

Bonding

Page 17 of 48 12898-1503



12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Heating

Estimated Age: 2006BTU Input: 150,000Model: Armstrong

IncompleteNot Legible

Data Plate

WeatherPiping ConcealedSystem Shut Down

System Operating In AC ModeOil Tank Not VisibleCleanout Does Not Open

Limitations

Other3rd Floor2nd Floor1st FloorBasement

Operational: YesSmoke Detectors

Recommend upgrading,average life spand 7-10 years. Check with local authorities regarding smoke/
carbon monoxide detector locations and requirements.

StandardProgrammableUnsecured

Operational: YesThermostat/Humidistat

GasElectricUnknown

Heating Fuel Source

RadiatorForced AirConvector

Heat Type

High EfficiencyMid EfficiencyConventional

Burner Type

Advise Service/Repair Contract

Heating System

InadequateExternalInternal

Air Requirement
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Soot

CorrosionUnsecuredImproper RiseMetalSidewallFlue

Venting

ExceededMiddleTypical

Life Expectancy

Not Checked

Operational: YesGas Burner

Checked for operation only.

Pilot & ThermocouplElectronic

Ignition

SealedSootMissing

Inspection Door

LeakCorrosion

UnsecuredMildewCleanDamagedWater Shut OffNot Checked

Damaged: NoCentral Humidifier

OtherNoisyDirect Drive

Motor/Blower

OtherMisalignedLoose

Fan Belt

DirtyDamaged

UndersizedInoperableMissingPermanentDisposableElectronic

Filter

KinkCorrosionUnsecured

Duct/Joint/Housing

Recommend contacting plumber to evaluate heat ducts and cold air return in basement and to correct as
required to promote  efficient  heating and ventilation

Dirty

Not LevelUnsecuredLooseNoisyCorrosionDamged Fins

Through WallAirGeo-ThermCentralEvaporativeNot Checked

Operational: YesAC/Heat Pump

Testing A/C unit during low outdoor temperatures will cause system failure. Determine function during
cooling season.
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

LeakCorrosionImproper Drain

Condensation Line

LeakNot InsulatedUnsecured

Refrigerant Line
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Plumbing Components

Finished Basement

Limitation

CopperPlasticGalvanizedLeadConcealedMetered

Public Supply

Location Storage Rm

LeakCorrosionNot Tested

Shut Off Valve

HighTypicalLow

Water Pressure

LeakCorrosion

UnsecuredRecaulkShut-Off ValveAnti-SiphonFrost FreeNot Checked

Operational: YesHose Bibb

LeakCorrosionUnsecuredDissimilar Material

CopperPlasticGalvanizedLeadConcealed

Damaged: NoDistribution Piping

Advise Septic Tank CheckedLeakCorrosionUnsecured

OdorCopperPlasticCast IronGalvanizedConcealed

Damaged: NoWaste Drainage

No TrapNo WaterBacked UpNoneMechanical Primer

Floor Drain
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

LeakCorrosionUnsecured

UndersizedCopperPlasticCast IronGalvanizedConcealed

Damaged: NoVent Stack/Piping

Location Storage Rm

Improper PlugConcealed

Damaged: NoMain Cleanout

Estimated Capacity I.G. 33 gallonAge 2009

LeakCorrosion

UnsecuredElectricGasOwnPower-VentedHybrid Heating

Operational: YesHot Water Tank

ExceededMiddleTypical

Life Expectancy

Location Above tank

Concealed

Fuel Shut-Off

OtherCorrosionNo Test Lever

Relief Valve

DischargeUndersized

Discharge Tube

SootCorrosionUnsecuredImproper RiseSidewallFlue

Damaged: NoVenting

Needs AdjustmentNot Checked

Burn Chamber
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Laundry

CeramicWoodVinylConcreteNo drainWorn

Damaged: NoFloor

CeramicWoodBrickDrywallUnfinishedPatched

Damaged: NoWall

TileWoodStippleDrywallUnfinishedPatched

Damaged: NoCeiling

RepaintStainMildew

DamagedWoodVinylAluminumAwningThermal

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

UnsecuredNone

Operational: YesLighting

Open GroundNo GroundReverse PolarityInstall GFCIDamaged

Operational: YesReceptacle

LeakCorrosionSlow DrainOtherPlasticUnsecured

Damaged: NoTub/Faucet

Tested for 5-10 minutes. No leaks at time of inspection.

LeakCorrosionSlow DrainImproper TrapUnsecured

Damaged: NoTrap/Drain

Make Maytag

Damaged: NoWasher
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Tested on off only.

Make Maytag

Damaged: NoDryer

Tested on off only

Plastic DuctTo AtticTo CrawlspaceWith Other ExaustUnsecured

Damaged: NoDryer Vent

Recommend replacing flex line with hard tubing to reduce any safety hazards.

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Fireplace

External Air Supply

FirebrickMetal LinerWood InsertGas InsertFree StandingBuilt-in

Type

Gas fire places tested for operation only. Operational at time of inspection.

StoneMarbleCeramicBrickSoot

Damaged: NoFireplace Front

Some cracking noted .
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Main Bathroom

Other3rd Floor2nd Floor1st FloorBasement

Location

LowSuspectNormal

Water Flow

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

CeramicWoodBrickDrywallCrackPatched

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

AwningRepaintStain

MildewDamagedWoodVinylAluminumThermal

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

CompositeWoodHingedPocketDamagedBinds

Operational: YesDoor

UnsecuredNone

Operational: YesLighting

Open GroundNo GroundReverse PolarityInstall GFCIDamaged

Operational: YesReceptacle

Replace duplex receptacle with three prong outlets to accommodate current appliances. Recommend
replacing receptacles with GFCI unit to provide intended shock protection.

Advise Installation

Operational: YesExhaust Fan

ChipWorn

Damaged: NoSink

LeakCorrosionUnsecuredSticksNo Shut-off

Operational: YesFaucet

Tested for 5-10 minutes, no leaks at time of inspection

LeakCorrosionSlow DrainImproper TrapUnsecured

Damaged: NoTrap/Drain
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Missing HardwareMildewScratch

MetalWoodPlywoodLaminateUnsecuredWorn

Damaged: NoVanity

WornScratchMildew

RegroutCeramicLaminateMarbleSolid SurfaceUnsecured

Damaged: NoCounter

LeakCrackUnsecuredTank LooseNo Shut-Off

Operational: YesToilet

WornCrackMildew

RegroutPlasticFiberglassCultured MarbleCeramicUnsecured

Damaged: NoTub/Enclosure

LeakCorrosionUnsecuredSticksNot Tested

Operational: YesFaucet/Shower Head

Tested for 5-10 minutes, no leaks at time of inspection

WornScratchMildew

RegroutPlasticFiberglassCultured MarbleCeramicUnsecured

Damaged: NoShower Enclosure

LeakCorrosionUnsecuredSticksNot Tested

Operational: YesMixer/Shower Head

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Bathroom

Other3rd Floor2nd Floor1st FloorBasement

Location

LowSuspectNormal

Water Flow

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

CeramicWoodBrickDrywallCrackPatched

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

CompositeWoodHingedPocketDamagedBinds

Operational: YesDoor

UnsecuredNone

Operational: YesLighting

Open GroundNo GroundReverse PolarityInstall GFCIDamaged

Operational: YesReceptacle

Replace duplex receptacle with three prong outlets to accommodate current appliances. Recommend
replacing receptacles with GFCI unit to provide intended shock protection.

Advise Installation

Operational: YesExhaust Fan

ChipWorn

Damaged: NoSink

LeakCorrosionUnsecuredSticksNo Shut-off

Operational: YesFaucet

Tested for 5-10 minutes, no leaks at time of inspection

LeakCorrosionSlow DrainImproper TrapUnsecured

Damaged: NoTrap/Drain

Missing HardwareMildewScratch

MetalWoodPlywoodLaminateUnsecuredWorn

Damaged: NoVanity
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

WornScratchMildew

RegroutCeramicLaminateMarbleSolid SurfaceUnsecured

Damaged: NoCounter

LeakCrackUnsecuredTank LooseNo Shut-Off

Operational: YesToilet

LeakCorrosionUnsecuredSticksNot Tested

Operational: YesFaucet/Shower Head

Tested for 5-10 minutes, no leaks at time of inspection

WornScratchMildew

RegroutPlasticFiberglassCultured MarbleCeramicUnsecured

Damaged: NoShower Enclosure

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Ensuite

LowSuspectNormal

Water Flow

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

CeramicWoodBrickDrywallCrackPatched

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

AwningRepaintStain

MildewDamagedWoodVinylAluminumThermal

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

UnsecuredNone

Operational: YesLighting

ChipWorn

Damaged: NoSink

LeakCorrosionUnsecuredSticksNo Shut-off

Operational: YesFaucet

Tested for 5-10 minutes, no leaks at time of inspection

LeakCorrosionSlow DrainImproper TrapUnsecured

Damaged: NoTrap/Drain

Missing HardwareMildewScratch

MetalWoodPlywoodLaminateUnsecuredWorn

Damaged: NoVanity

WornScratchMildew

RegroutCeramicLaminateMarbleSolid SurfaceUnsecured

Damaged: NoCounter

LeakCrackUnsecuredTank LooseNo Shut-Off

Operational: YesToilet

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source

Page 30 of 48 12898-1503



12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Kitchen

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

CeramicWallpaperBrickDrywallCrackPatched

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

AwningRepaintStain

MildewDamagedWoodVinylAluminumThermal

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

UnsecuredNone

Operational: YesLighting

UnsecuredNone

Operational: YesCeiling Fan

Open GroundNo GroundReverse PolarityInstall GFCIDamaged

Operational: YesReceptacle

EnamelStainlessDoubleSingleChipWorn

Damaged: NoSink

LeakCorrosionUnsecuredSticksNo Shut-Off Valve

Operational: YesFaucet

Tested for 5-10 minutes, no leaks at time of inspection

LeakCorrosionSlow DrainImproper TrapUnsecured

Damaged: NoTrap/Drain

WornScratchMildew

RegroutSolid SurfaceLaminateMarbleCeramicUnsecured

Damaged: NoCounter

OtherScratchMildewMissing Hardware

MetalWoodPlywoodLaminateUnsecuredWorn

Damaged: NoCabinet

NoisyNo LightNo ExhaustCorrosionCooktop Exhaust

Operational: YesRange Hood

Older Unit noted. Budget to update. Determine cause of inoperable light and repair as required.
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

To ExteriorImproper

To AtticWith Other ExhaustConcealedDuctlessUnsecured

Exhaust vent

GreasyDamagedUnsecuredNone

Damaged: NoFilter

Did Not Test All FunctionsTested ON/OFF only.

Major Appliances (Built-in)

Tested ON/OFF

Operational: YesDishwasher

Ran through rinse cycle only. Loud during inspection. Older unit noted. Budget to replace.

Interior cold to the touch

Operational: YesRefrigerator

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Foyer

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

WallpaperWoodBrickDrywallCrackPatched

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

UnsecuredNone

Operational: YesLighting

UnsecuredNone

Operational: YesCeiling Fan

Open GroundNo GroundReverse PolaritySwitchedDamaged

Operational: YesReceptacle

SlidingHingedBifoldLightDamagedBinds

Operational: YesCloset/Door

Trip HazardWornWoodVinylCarpetUnsecured

Damaged: NoStairway

NoneIncompleteWoodMetalUnsecured

Damaged: NoRailing

WornSplitWeather Seal

Replace SillDead BoltWoodMetal CladBindsDamaged

Operational: YesFront Door

Damage noted to back patio door.
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Back door
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Family Room

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

WallpaperWoodBrickDrywallCrackPatched

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

AwningRepaintStain

DamagedMildewWoodVinylAluminumFixed

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

MetalWoodHingedSlidingDamagedBinds

Operational: YesPatio Door

UnsecuredNone

Operational: YesLighting

UnsecuredNone

Operational: YesCeiling Fan

Open GroundNo GroundReverse PolaritySwitchedDamaged

Operational: YesReceptacle

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Front Living Room

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

WallpaperWoodBrickDrywallCrackPatched

Damaged: NoWall

Determine cause of cracking and correct as required. Fill and seal drywall cracks to reduce further
separation

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

AwningRepaintStain

MildewDamagedWoodVinylAluminumFixed

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

MetalWoodHingedSlidingDamagedBinds

Operational: YesPatio Door

UnsecuredNone

Operational: YesLighting

UnsecuredNone

Operational: YesCeiling Fan

Open GroundNo GroundReverse PolaritySwitchedDamaged

Operational: YesReceptacle

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Page 37 of 48 12898-1503



12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Living Rm

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

WallpaperWoodBrickDrywallCrackPatched

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

AwningRepaintStain

MildewDamagedWoodVinylAluminumFixed

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

UnsecuredNone

Operational: YesLighting

UnsecuredNone

Operational: YesCeiling Fan

Open GroundNo GroundReverse PolaritySwitchedDamaged

Operational: YesReceptacle

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source

Page 38 of 48 12898-1503



12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

master Bedroom

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

CompositeWoodBrickDrywallCrackUneven

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

AwningRepaintStain

MildewDamagedWoodVinylAluminumFixed

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

CompositeWoodHingedPocketDamagedBinds

Operational: YesDoor

SlidingBi-FoldHingedLightDamagedBinds

Operational: YesCloset/Door

UnsecuredNone

Operational: YesLighting

UnsecuredNone

Operational: YesCeiling Fan

Open GroundNo GroundReverse PolaritySwitchedDamaged

Operational: YesReceptacle

RadiantConvectorAir RegisterElectricThermostatNone

Heat Source
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Front Bedroom

CeramicWoodVinylCarpetCrackWorn

Damaged: NoFloor

CompositeWoodBrickDrywallCrackUneven

Damaged: NoWall

TileWoodStippleDrywallCrackPatched

Damaged: NoCeiling

AwningRepaintStain

MildewDamagedWoodVinylAluminumFixed

BaySlidingCasementSingle HungNot TestedBinds

Operational: YesWindow

CompositeWoodHingedPocketDamagedBinds

Operational: YesDoor

SlidingBi-FoldHingedLightDamagedBinds

Operational: YesCloset/Door

UnsecuredNone

Operational: YesLighting

UnsecuredNone

Operational: YesCeiling Fan
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12 Riverbend Cr,  North Battleford, SaskatchewanDate: 21-Apr-2015

Additional Comments

General Comments

Condition of the home are relative to the age of the home.

Limitations

Standard and Mid - Efficiency Furnace - Only a limited section of the heat exchanger could be viewed with
a light and mirror. Dismantling the furnace to thoroughly inspect the heat exchanger is beyond the scope of
this inspection. You are advised to obtain the services of a qualified gas fitter/technician to perform a
complete inspection of your furnace prior to the start of the heating season.

Supplementary Comments

Recommend installing & testing regularly Carbon Monoxide Detectors (locate in bedroom area + rooms
with fireplace) and new Smoke sensors (mandatory every floor). Propane & Natural Gas sensors are also
available in stores. ($35-$60)It is very important that water & runoff drain away from foundations to
minimize chance of water leakage into the basement, as cracks in foundation walls are common. Make
sure the ground, patios and walkways slope away from the house for the first six feet.
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This summary is not the entire report.  The complete report may include additional information of concern to the
client.  It is recommended that the client read the entire report.

12 Riverbend Cr,  North Battleford, Saskatchewan

Report Commentary

Date: 21-Apr-2015

Property and Site1.0

Deck/Patio1.1

Repair sealant /covering to reduce moisture related damages.

Garage2.0

Type2.1

Check on code with local authorities regarding venting from interior. Recommend removing to reduce any
associated hazards.

Access Door2.2

Install self closing mechanism to reduce any safety hazards.

Roof Structure3.0

Flashing3.1

Seal and maintain flashing to reduce water entry related damages. Remove debris to allow proper water
flow.

Attic4.0

Structure4.1

Consult a qualified roofing contractor to determine cause of water entry and correct as required to reduce
further damages.

Basement/Structure5.0

Beam5.1

Three beams noted.

Heating6.0

Smoke Detectors6.1

Recommend upgrading,average life spand 7-10 years. Check with local authorities regarding smoke/
carbon monoxide detector locations and requirements.

Gas Burner6.2

Checked for operation only.

Duct/Joint/Housing6.3
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This summary is not the entire report.  The complete report may include additional information of concern to the
client.  It is recommended that the client read the entire report.

12 Riverbend Cr,  North Battleford, Saskatchewan

Report Commentary

Date: 21-Apr-2015

Heating6.0
Recommend contacting plumber to evaluate heat ducts and cold air return in basement and to correct as
required to promote  efficient  heating and ventilation

Laundry7.0

Dryer Vent7.1

Recommend replacing flex line with hard tubing to reduce any safety hazards.

Fireplace8.0

Fireplace Front8.1

Some cracking noted .

Kitchen9.0

Dishwasher9.1

Ran through rinse cycle only. Loud during inspection. Older unit noted. Budget to replace.

Foyer10.0

Front Door10.1

Damage noted to back patio door.

FrontLiving Room11.0

Wall11.1

Determine cause of cracking and correct as required. Fill and seal drywall cracks to reduce further
separation

Additional Comments12.0

General Comments12.1

Condition of the home are relative to the age of the home.

Limitations12.2

Standard and Mid - Efficiency Furnace - Only a limited section of the heat exchanger could be viewed
with a light and mirror. Dismantling the furnace to thoroughly inspect the heat exchanger is beyond the
scope of this inspection. You are advised to obtain the services of a qualified gas fitter/technician to
perform a complete inspection of your furnace prior to the start of the heating season.

Supplementary Comments12.3
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This summary is not the entire report.  The complete report may include additional information of concern to the
client.  It is recommended that the client read the entire report.

12 Riverbend Cr,  North Battleford, Saskatchewan

Report Commentary

Date: 21-Apr-2015

Additional Comments12.0
Recommend installing & testing regularly Carbon Monoxide Detectors (locate in bedroom area + rooms
with fireplace) and new Smoke sensors (mandatory every floor). Propane & Natural Gas sensors are also
available in stores. ($35-$60)It is very important that water & runoff drain away from foundations to
minimize chance of water leakage into the basement, as cracks in foundation walls are common. Make
sure the ground, patios and walkways slope away from the house for the first six feet.
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